Surface mount LED downlight
INSTALLATION GUIDE
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The light source and control gear in
this luminaire shall only be replaced
by the original manufacturer,
service agent or similarly qualified
person.

Please refer to product technical datasheet for light

source energy class information.

Please retain this guide for future reference and

recycle packaging.
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Note: Luminaire design may vary

We reserve the right to amend any product specification without prior notice. Any alterations made to the luminaire may affect life and light

output and invalidate any warranty. Luminaire complies with all safety standards set out in BS EN 60598.



Isolate mains supply before

commencing installation

Mark out fixing points on mounting

surface, allowing for cable routing to mains
connection point.

. 3 xfixings @120°
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Connect retention
tether A to driver
bracket and
earth cable B to
mounting plate

4 Connect mains supply cable and DALI
connections to terminal blocks
- For switchDIM, link D2 to N and connect
D1 to mains supply via a push-to-make

- Using a PZ2 screwdriver, unscrew 3 x screws
from can and remove mounting plate.

- Position mounting plate on mounting surface
and fix to ceiling securely using suitable fixings
(not supplied).

retractive switch.
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- Using a Pozi-drive screwdriver, secure can body
to mounting plate






